ISR CENCE IR CE A BEAN

Email-md@idabihar.com , Web-www.idabihar.com, phone: 0612-2675933, 2675935, Fax no-2675934

CORRIGENDUM-01

NIT NO. 44/TEN/IDA/24 & Gr-04 @ Td @ Financial Bid @ Specification ¥ fwae et faam ran &—

Technical Specification

SUB HEAD Il : MAIN LT PANEL & DISTRIBUTION PANEL
1. MAIN LT PANEL
Supplying, Installation, Testing and Commissioning of the following extensible cubicle type indoor mounting Powder
coated, modular compartmentalized IP 54, dead front, dust and vermin proof, floor mounting 2 mm thick sheet steel clad
switchboard suitable for use at 415 volts 3 phase 4 wire 50 cycle system and to withstand a symmetrical fault level of 50
KA at 415 volts.
NOTE * The following provisions shall be required to be made in the switchboard detailed below
a. The Switchboard shall have provision for entry of all XLPE AR cables/bus duct from the top.
b. Al live accessible parts shall be shrouded and all equipment shall be finger touch proof. The Busbar insulation
shall be with heat shrinkable sleeves. DMC shrouds and busbar supperts shall be used.
c.  Suitable tinned extension links for incoming/outgoing cables shall be provided wherever required
d. Control circuits includes breaker control switch, auto manual selector switch, anti pumping relay, spring charging
trip indication, Timer, control wiring, Auxiliary contactors MCB's as required at site.
e. Al incomers ( ACB's) and the Bus coupler will have microprocessors based. in Built Protection System for
Overload/ Short-circuit and earth fault Protections. And all the Incomer and Bus Coupler (ACB's are of FOUR
POLE)
f All fault level breaking capacity indicates shall be IC.S value at 415 volts. lcs = 100% Icu
g. Al MCCB in the main panel shall have inbuilt microprocessor based protection system for overload/ short-circuit
and earth fault and shall have variable settings, Ics = 100% Icu, ROH Spreaders at Incoming & Outgoing '
h. Space Heater/ light/air filter shall be provided for each vertical compartment
i AllACB's shall have all standard accessories such as CT’s, Arc Chute, and Safety Shutters etc.
1A MAIN LT PANEL
TRANSFORMER INCOMING 1
1 Nos from 1600 KVA, each equipped with the following :
1 Nos 2500 Amps 415 volt 50 kA 4P EDO ACB
DG SET INCOMINGS - 2 Nos
2 Nos from 600 KVA DG SET each equipped with the following :
2 Nos 1000 Amps 415volt grade 50 kA 4P EDO ACB
DG SET INCOMINGS - 1 Nos
1 Nos from 125 KVA DG SET each equipped with the following :
1 Nos 400 Amps 415volt grade 35 kA 4P MCCB
BUSBAR
Electrolytic High Conductivity Aluminum Three Phase and Neutral busbars rated at 3000 amps throughout having a
maximum current density of 0.8 amp per sq mm suitable to with stand symmetrical fault level of 50 ka at 415 volts. The
neutral busbar is to be of 100% capacity of phase bus bar
BUS COUPLER
2 Nos 2500 Amps 415volt grade (50 kA) 4-P EDO ACB complete with.

a. 6 nos NO/NC Contacts
b. Red/Green/amber ON/OFF/spring trip indicating lamps
c. Spring charge illumination lamp
d. Illluminated Push buttons for trip circuit healthy
e. 24V DC shunt trip coil
f  Under voltage release 240 volt AC
g. Breaker control switch
h. Motor wound spring closing mechanism
QOUTGOING UNITS

1 Nos 1250 amps, 415volt grade, TP, ACB :

2 Nos 800 amps, 415volt grade, four Pole , 50 Ka (ICU), ACB

2 Nos 200 amps, 415volt grade, four Pole , 50 Ka (ICU), MCCB

3 Nos 160 amps, 415volt grade, four Pole , 50 Ka (ICU), MCCB

1 Nos 125 amps, 415volt grade, four Pole , 50 Ka (ICU), MCCB

4 Nos 100 amps, 415volt grade, four Pole , 50 Ka (ICU), MCCB

The panel shall be complete with busbars, all internal wiring, labels, feeder identifications, operational
sequences Electrical/Mechanical interlocking facilities b/w all incomers & bus coupler, double earthting, total in
all respects and complete as required.-

NO O R WP




2. NIT 44/TEN/IDA/24 & Gr-01 ¥ Gr-06 @& &4 Technical Bid sheet @1 BfS@T 2 & Tad #iT T4 Electrical License a1
Sueel vee @l Refa # ffdererar 39 wdy § Affidavit'Self Undertaking THfSa @% wad £ |

3 it o<t mTaq @

ﬁﬁaﬁﬁwﬁﬁmwmﬁwﬁmm@w@%aﬁﬁm(ﬁﬁﬁ)—g@ﬁm
@I O FH & Td AT B YA YEe Ud JGEEE www.prdbihar.gov.in/www.idabihar.com TR 3T W AT 2 |

B/
HriTES A (FEie)—qo
s .3 663 /7= Rettw 6/ 7T -
Hﬁﬁfﬁ:mﬁ'&”&m({i)ﬁg{ﬁwﬁmﬁm /O?{ ‘7’
2. GHY FAR, HT JREA (TP0) BT eproc W IAYATS DR & U |
3. 99N TR YPNA & FRYSR UITR F) AM9vT6 HRaTS o Iud |

/f[o/}fl‘f
HrIgTTh f (Wﬂ‘?ﬁ) 10



